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SPECIFICATIONS COPPER
GND. BUS
1) ALUMINUM WOUND LIFTING/JACKING PROVISION
2) 220°C INSULATION
3) NEMA 3R OUTDOOR ENCLOSURE ANSI 61 GRAY 45007
POWDER COAT FINISH P
4) VACUUM PRESSURE IMPREGNATION "H” TERMINAL DETAIL X ” TERN’[’INAL DETAIL
257 X 1.57 ALUMINUM -0 X"4 AI?"UMINUM
5) 15 KV 200 AMP SQUARE D L.I. SWITCH ' ’ XO (2).50" X 4" ALUMINUM
WITH (3) 5.5KV, 200E FUSES
6) (3) 6KV DISTRIBUTION CLASS SURGE ARRESTERS 56 DIA.
7) COMPLETE FAN COOLING WITH DIGITAL 4 HOLES @ e
TEMPERATURE MONITOR AND CPT -l -
8) UL/cUL LISTED. UL FILE W/SWITCH: ER253729 1125
(REF: UL FILE: E143467 & E181680) 1.75 S—P
_ 1.75
9 K—FACTOR 4 P \ A A
+ — DESIGN IMPEDANCE = 5.75% 10) ELECTROSTATIC SHIELD 1125 W U
O
o OLSUN ELECTRICS DRY TYPE 0 “LSUN ELECTRICS LOAD 11) 200% NEUTRAL [ 56 DIA.
CORPORATION TRANSFORMER CORPORATION INTERRUPTER 12) REMOVABLE REAR SILL IN SWITCH ENCL. AND BASE 2 HOLES
E RICHMOND, ILLINAIS CLASS AA/FA E RICHMOND, ILLINIS SWITCH FOR INSTALLATION OVER CONDUIT STUBS IN FLOOR
KVA[ 1000/1333] 3 PHASE [HERTZ E}O 71Z [* [ 'C RISE |?50 RATED VOLTS] 5000 BIL. [ 60 ND. [ A70926 [WGT][1350]LBS.
HV.| 4160 A 30 KV BIL [aMps [ 139/185 [waT.| 5500 LBS. RATED AMPS 200 PHASE| 3 SHORT CIRCUIT RATING 40kA
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