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JACKING /LIFTING

PROVISION

* DESIGN IMPEDANCE= 5.757%

78.00

SPECIFICATIONS

1) ALUMINUM WOUND
2) 220°C INSULATION

4| | OLSUN cGsiice | ranirm
CORPORATION TRANSFORMER
E RICHMOND, ILLINDIS CLASS AA
Kva| 1000 | 3 PHASE [HERTZ 60 %1z [* [ °CRISE [ 115
Hv.] 13200 A 60 KV BIL | AMPS 43.7 wGT.] 6700 [LBS.
LV.| 220Y/127 10 KV BIL | AMPS 2625 NO. | A71935
HV POLARITY HIGH VOLTAGE
Tap | vOLTS H2 H1 H2 H3
1-2 [13860 AN S ral RPN R
2-3[13530 H1 H3 HEE HIK HEs
1-4 13200
3-4 12870
4-5 12540

X2
X1 —<—XO
X3 X0 X1 X2 X3

LOW VOLTAGE

DE-ENERGIZE TRANSFORMER BEFORE CHANGING TAPS

REV1) CHANGED HV TERMINAL CONFIGURATION
PER SCN 17962. DS 3/14/16

3) NEMA 1 INDOOR ENCLOSURE WITH ANSI 61
GRAY POWDER COAT FINISH

4) VACUUM PRESSURE IMPREGNATION
5) UL/cUL LISTED, UL FILE E143467
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"H” TERMINAL DETAIL
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